
Asphalt

Cement Stabilised Sand
or Compacted Backfill

Gravel Base

SIT Pit Lid
ChainSIT Pit Collar

DN100 Plastic Knockout
or Drillout Guide

SIT Support Stand

SIT Pit Base:
Two Options:
1. 450mm Deep
2. 730mm Deep

(pictured)
Geotextile Fabric

20mm Drainage Hole

Soft Fill

NOTES:
1. Specific site conditions will require a modification to these general details.
2. It is the customer's responsibility to ensure effective delethalisation occurs and the pit structure is protected from undue
stress.
3. If in doubt, seek engineering advice.

The Series Isolation Transformer (SIT) pit comprises a polymer concrete pit (part no........) and galvanised
lid (part no........). A polymer concrete stand (part no. 142319) is also available to support series isolation
transformer above the base of the pit. The lid and collar is rated to 25 tonnes.

All materials and components within the scope of the system shall be obtained from ACO.
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